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Considérations d’installation
Les enceintes mal installées ou endommagées aug-
mentent le risque d’intrusions d’eau. Il est essentiel 
que le boîtier soit installé sur une surface plane. Les 
boîtiers doivent être installés verticalement avec les 
charnières sur le côté droit ou gauche.
Les boîtiers ne doivent pas être installés sur leur dos 
à moins qu’ils ne soient conçus à cet effet.
Des portes mal alignées peuvent ne pas offrir une 
étanchéité adéquate au corps de l’enceinte. Par 
conséquent, il est essentiel de s’assurer que l’en-
ceinte est correctement installée sur site.
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Installation considerations
Improperly installed or damaged enclosures increase 
the risk of water intrusions. It is essential that the 
enclosure is installed on a flat surface. Enclosures 
should be installed vertically with the hinges on the 
right or the left side. 
Enclosure shall not be installed on their back unless 
they are designed for this purpose. 
Misaligned doors may not offer a proper seal to the 
body of the enclosure. Therefore, it is essential to 
ensure that the enclosure is properly installed on site.


